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@ Herrick-Saylor Engineers, P.C. David T. Finkbeiner, P.E.
& Associates
STRUCTURAL CONSULTING ENGINEERS

December 9, 2011

North American Breweries
445 St. Paul Street
Rochester, New York 14605

Attention: Mr. Mark D. Minunni
Director of Engineering

Reference:  Structural Condition Survey
Genesee Brewery Structures
Building 10 — Old Brew House
Building 11 — Link
Building 12 — Cataract Building

Dear Mr. Minunni;

Pursuant to your request, a visual structural condition survey has been completed on the
above referenced structures. The report for each building will contain a photographic
condition survey of each floor and roof. Each photograph in the survey will have a
description of the element shown and its position is illustrated on plans for each floor,
mezzanine, or roof. Appendix A will contain Building 10 — Old Brew House, Appendix B —
Building 11- Link, and Appendix C — Building 12 — Cataract Building. Any areas of the
structures that need repair or reconstruction will be cross-hatched in red.

Attached to this report is a summary of the repair and/or reconstruction costs that would be
required to return the structures or parts of the structures to a sound and reliable condition.
Each area is unique, in that it may only require a new wood deck floor system, as opposed to
an area which may require a completely new roof structure, sheathing, roofing, shoring for
the surrounding structures and cranes to access the area. The costs involved will include
labor, materials, profit and overhead; current market prices.

If you have any questions or if you would like to discuss this proposal in greater detail, please
call at anytime.
Respectfully Submitted,

Fexel O %méw’r.

Floyd O. Herrick Jr. P.E.
Herrick-Saylor Engineers, P.C.

510 Kreag Road e Pittsford, New York 14534 < (585) 586-1700 ¢ Fax (585) 586-8020



Structural Condition Survey
Genesee Brewery Structures December 9, 2011

Executive Summary

Building 10 — Old Brew House (13 Cataract St.)

This building was built in the late 1800’s to be used for brewing operations. The lower two levels
(basement and sub-basement) were used for fermentation. Currently, both levels are full of steel
fermentation tanks that have been abandoned. The upper 5 levels were used for the brewing
process. Much of the “tower” portion of the building was constructed with wrought iron beams
supporting brick arches and concrete floors. This type of construction has held up pretty well and it
is in serviceable condition. However, approximately one third of the area in the building was
constructed with wood joists and floors. These areas have experienced prolonged exposure to
moisture and decay. Much of the framing has deteriorated to the point where it must be replaced.
Likewise, the roof structure over the 5 floor (attic) was wood framed where portions of it had
collapsed from decay. The holes in the roof have allowed the weather to penetrate the building,
deteriorating a large portion of the floor area. There were several areas within the building that
were unsafe to walk on. For this reason, the building should be restricted for safety. It was
estimated that within 5 to 10 years, much of the wood frame portions and some of the brick and
concrete arch floors will collapse.

The approximate floor area of the building was estimated to be slightly more than 17,000 sq. ft. This
number does not include the basements or the 5" floor attic space. It also does not include the
mezzanine area above the second floor. That space was currently not accessible other than climbing
to a temporary access platform that was constructed over the elevator shaft. The elevator was the
only point of access to these spaces.

Building 11 — Link

This building was constructed to attach building 12 with the Old Brew House to create a loading and
storage area. The age was not known, but the type of structure did suggest it may have been built in
the 1940’s. Much of the roof structure consisted of wood plank over steel open web joists. The roof
structure was serviceable, but the membrane needed to be replaced. The roof structure at the back,
southwest corner was entirely wood framed and severely deteriorated from water infiltration.
Replacement of the structure was necessary.

Building 12 — Cataract Building

The age of this building was not known, but from the type of construction, it may have been built in
the 1920’s. This building had two floors above grade and a basement (cellar). It had been used by
the Brewery as a cafeteria up until about 10 years ago. Some of the interior floors finishes had
buckled because of moisture, but the structure was in good serviceable condition. Most of the floor
structure appeared to consist of concrete encased steel framing. The only area needing structural
repair was a portion of roof over a walkway in the back of the building.
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Appendix A

Building 10 — Old Brew House



g 10 — Old Brew House Buildin
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Herrick-Saylor Engineers, P.C.
112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12

Photograph Building 10 - Sub-Cellar - 1:
Steel Column/Steel Beam Connection Supporting Cellar Floor — Good Condition
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Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10,
Photograph Building 10 - Sub-Cellar - 8:

Sub-Cellar South Wall — Field Stone Covered With Stucco — Good Condition

11, and 12



Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - Sub-Cellar - 9:

Top- Main Column Supporting Cellar Floor — N.W. Corner — Little to No Section Loss —
Good Condition



Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - Sub-Cellar - 10:

Bottom- Main Column Supporting Cellar Floor - N.W. Corner — Little to No Section Loss —

Good Condition



Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - Cellar - 1:

Main Column Supporting First Floor - N.W. Corner - Good Condition
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Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - First Floor - 1:

Main Column Supporting Second Floor - N.W. Corner - Good Condition
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Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - First Floor - 8:

Main Steel Support Framing for Hoppers — S.W. Corner — Good Condition
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Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 — Second Floor - 15:

Main Stair System From Second to Third Floor
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Building 10 — Old Brew House
Mezzanine Level

Third Floor
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Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - Third Floor - 3:

Main Stair System from Third Floor to Fourth Floor
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Building 10 — Old Brew House
Fourth Floor
Fifth Floor

Roof
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Herrick-Saylor Engineers, P.C.

112711.0 Genesee Brewery — Structural Condition Inspection - Buildings 10, 11, and 12
Photograph Building 10 - Fourth Floor - 1:

Framing Around Stairs in Fifth Floor — Showing Collapsed Roof - Entire Roof Requires
Reconstruction
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